ROOF SP8

-1 x 32 amp 3-ph Wilco

- 2 x 15 amp circuit

ROOF SP7

-1 x 32 amp 3-ph Wilco

- 2 x 15 amp circuit

SL#9dS

FLOOR SP15
- 2 x 32 amp 3-ph Wilco
-2 x 10 amp circuit
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CL#GdS

FLOOR SP13

- 1 x 32 amp 3-ph Wilco

-2 x 10 amp circuit

ROOF SP6
-1 x 32 amp 3-ph Wilco
- 2 x 15 amp circuit

LL#9dS

FLOOR SP11
-2 x 32 amp 3-ph Wilco
-2 x 10 amp circuit

ROOF SP5

-1 x 32 amp 3-ph Wilco

- 2 x 15 amp circuit

LA

9L#GdS

FLOOR SP16
-1 x 32 amp 3-ph Wilco
-2 x 10 amp circuit

*NB* ROOF CIRCUITS ONLY ACCESSABLE VIA SCISSOR LIFT

CAT6 DATA PORT ALSO AVAILABLE ATE EACH POWER LOCATION

ROOF SP4

&l - 1x 32 amp 3-ph Wilco

- 2 x 15 amp circuit

FLOOR SP14
- 1 x 32 amp 3-ph Wilco

-1 x40 amp 3-ph Wilco
-2 x 10 amp circuit

SP6#14

ROOF SP3
-1 x 32 amp 3-ph Wilco
- 2 x 15 amp circuit

FLOOR SP12
- 1 x40 amp 3-ph Wilco
-2 x 10 amp circuit

FLOOR SP9 + FLOOR SP10 NOT ACCESSABLE WHEN SEATING BANK IS IN

FLOOR SP9
-1 x 32 amp 3-ph Wilco
-2 x 10 amp circuit

EXIT

|
SP5#9 | Y

[7]s]

FLOOR SP10
- 2 X 32 amp 3-ph Wilco
-2 x 10 amp circuit

SP6#10 EXIT ]

AUDIO ROOM
- 200 amp powerlock feed

CONTROL ROOM

ROOF SP2

|| -1x 32 amp 3-ph Wilco

- 2 x 15 amp circuit

SP2#8

ROOF SP1
-1 x 32 amp 3-ph Wilco
- 2 x 15 amp circuit

- 2 x 32 amp 3-ph Wilco W
- 1 x 10 amp circuit
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